SOUTH AND WEST SIDE LIGHTING ARE ODD # LIGHTS & CONNECTED TO CONTACTOR #1
NORTH AND EAST SIDE LIGHTING ARE EVEN # LIGHTS & CONNECTED TO CONTACTOR #2

PANEL SCHEDULE

NO. LOCATION: PEDESTAL PANEL 120/240 VOLTS 1 PHASE 3 WIRE
S SERVING: STREET LIGHTS, ETC. 100 AMP with MAIN BREAKER
CKT TRIP TRIP CKT
NO. LOAD DESCRIPTION KVA AMPS u AMPS KVA LOAD DESCRIPTION NO.
L ODD # STREET UGHTS 30 _:E_' ._I: 30 EVEN # STREET LIGHTS 2
5 INTERSECTION 30
:i‘ _I: 30 SPARE /FUTURE 6
9 SPACE SPACE 10
13 DUPLEX RECEPTACLE ODD # SL 20 20 DUPLEX RECEPTACLE EVEN # SL | 14
15 GFCl 20 _—~
~— 15 LIGHTING CONTROL 16
REMARKS: CONNECTED LOAD: KVA AMPS
DEMAND LOAD: KVA AMPS
PANEL SCHEDULE
NO. LOCATION: PEDESTAL PANEL 120/240 VOLTS 1 PHASE 3 WIRE
T SERVING: TRAFFIC SIGNAL CONTROL 100 AMP with MAIN LUGS ONLY
CKT TRIP TRIP CKT
NO. LOAD DESCRIPTION KVA AMPS u AMPS KVA LOAD DESCRIPTION NO.
; EEQIZE/FUTURE A~ L —~_ 30 TRAFFIC SIGNAL CONTROL 2
~_ SPACE 4
REMARKS: CONNECTED LOAD: KVA AMPS
DEMAND LOAD: KVA AMPS
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