Poured thrust block per detail W-1

3 x ID

Compact bedded gravel per section 9-03.12(3) of the standard specifications

Ductile iron tapping tee mechanical joint sleeve
Installed on asbestos cement pipe, cast iron pipe and ductile iron pipe.

Stainless steel or steel tapping tee

Stainless steel tapping tee
Installed on asbestos cement pipe, cast iron pipe and ductile iron pipe.

Steel tapping tee
Installed on ductile iron pipe only.

Notes:
1. Stainless steel tapping tees shall have full circle seal bolts and nuts shall be stainless steel.
2. Steel tapping tees shall be epoxy coated. Bolts and nuts shall be Cor-Ten, or stainless steel.
3. All tees and valves to be water tested before tap.
4. Tapping tee may be size on size. Tap shall be at least 2” smaller diameter than the existing main.

City of Bellevue Water Utility
Title
Tapping tees

January 2012
No Scale

No. W-10