DOMESTIC USE

FIRE SPRINKLER SYSTEM

GARAGE

GATE VALVE

APPROVED LINE-SIZED
DOUBLE CHECK VALVE ASSEMBLY
PER STD. DETAIL W-38

APPROVED LINE, SIZED BY
APPLICANT'S FIRE PROTECTION
DESIGNER.

SYSTEM AFTER METER BY APPLICANT/SEPARATE PERMIT.

1" TO 2" DOMESTIC WATER SERVICE BY CITY,
SIZED BY FIRE PROTECTION DESIGNER.

NOTE:
1. TESTING IS REQUIRED BY A WASHINGTON STATE DEPARTMENT OF HEALTH CERTIFIED
BACKFLOW ASSEMBLY TESTER UPON INSTALLATION AND ANNUALLY THEREAFTER.
ASSEMBLY TO BE MAINTAINED BY OWNER.